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Safety is a determining factor when selecting a

valve. Thanks to the experience attained by Bray

over the years, today we have a portfolio of

products that ensure reliability under the most

demanding operational conditions. The risk of fire

exists for all kinds of production plants, but there

are certain industries and processes that, due to

their nature are more exposed to this type of

emergency. Companies need valves that help

reduce risk and control dangerous situations. We

will address the issue from the perspective of the

API (American Petroleum Institute) standards,

recognized worldwide as the standard to

determine if a valve fulfills its Fire Safe function.

This writing is not intended to be a treatise on Fire

Safe valves, and we recommend that if anyone is

interested in delving into the subject, they turn to

the full study of API standards and specialists.

However, as valve manufacturers and connoisseurs

of some processes – directly involved in

developing the standards – we have knowledge

and experience to share our opinion on this

matter. What we intend is to share this experience

and open the communication with you to inquire

about a specific topic that you consider pertinent.

FIRE SAFE

VALVES

MAY  2 0 2 1  |  WH I T E PAPER  NO .  1

WHAT ARE THEY
AND WHAT ARE
THEY FOR?

WHITEPAPER
B y  B r a y  Co n t r o l s

A n d i n a ,  a  s u b s i d i a r y  o f

B r a y  I n t e r n a t i o n a l ,  I n c .



" F i r e  S a f e  V a l v e s

a r e  d e s i g n e d  a n d

b u i l t  t o  p r o v i d e

r e s i l i e n c e  i n  t h e

e v e n t  o f  a  f i r e " . . .

 2 of 7© 2021 BRAY INTERNATIONAL. ALL RIGHTS RESERVED. BRAY.COM

When it comes to Fire Safe valves, it is important to

differentiate a valve with a Fire Safe design from a valve that

has been tested and certified to operate under those

conditions. Fire Safe Valves are designed and built to provide

resilience in the event of a fire accident – ensuring sealing and

operational performance – allowing them to continue their

function of retaining fluid in the pipeline after being exposed to

this emergency condition. To be considered Fire Safe,

manufacturers have to test the design under strict guidelines.

Bray Fire Safe valves have been tested and certified by an

accredited certification body and guaranteed to seal after

having been subjected to the procedures established by the

norm and standards.

 

There are several organizations such as ISO, API, BS, EN,

among others, that have procedures to perform a fire test on

Fire Safe valves; these tests may vary slightly in their method

and specifications. Bray valves are certified under API

(American Petroleum Institute): API 607, API 6FA and API 6FD.

For a valve to have one of these certifications, it must pass the

Fire Test designed for the applicable standard. In this test, the

valves are exposed to defined fire conditions within the limits

of acceptability established for each valve model, diameter

ranges and materials, under pressure.

Fire Safe valves are generally used in processes where the

fluids present in the operation, both internal and external, are

flammable, or when there is a classified area in the plant where

there is a potential danger of fire that can compromise the

safety of personnel, the environment, and facilities. These types

of valves are ideal and commonly used in fuel pumping and

distribution systems, reception, or dispatch terminals for

flammable  products. Reliable  fire  protection  is  essential  for 



The third edition of API 6FA has been in effect since

1999. The standard was written to test API 6A

(Standard for Christmas Tree Valves and Wellhead

Equipment) and API 6D (Standard for Conveyor Line

Valves) valves.

The standards for testing and certifying the design

of Fire Safe Valves were born more than 50 years

ago: however, to date, there have been many

important developments of the standards.

Within API there are different standards depending

on the type of valve:

API 607, 7th ed.: Fire Test for Quarter Turn Valves

and Valves Equipped with Non-Metallic Seats (ISO

10497 Equivalent)

API 6FA, 3rd ed.: Fire Test for Valves

API 6FB, 3rd ed .: Fire Test specification for end

connections

API 6FC, 4th ed.: Fire Test specification for valves

with Automatic backseat

API 6FD, 1st ed.: Fire Test for Check Valves

API 607   is issued by the API Downstream segment

for Refineries and Facilities (production plants). The

API 607 standard is written by Subject Matter

Expert (SME) Engineers from end users and

manufacturers, and its scope has varied over the

years. In the fourth edition of API 607   the standard

covered soft seat quarter turn valves. In the seventh

edition the coverage changed to "quarter turn

valves and other non-metallic seated valves". API

607   certifications are for intermediate sizes and only

certify with manual operators.

WHICH
STANDARDS
GUIDE BRAY
VALVES?

industries with sensitive applications. Fire Safe

valves are required for different processes in the Oil

& Gas, Petrochemical and Chemical Industry; and

any industry that handles flammable fluids where a

reliable and safe closure is required.
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The test parameters are similar to API

607 but applied to non-soft seat

valves, the major difference being the

operational test procedure that is

performed after the valve cool-down

period. Therefore, the joint 607 / 6FA

rating can sometimes be achieved with

additional tests at the end. API 6FA is

most used for metal seated products,

including ball, gate, and globe valves.

API 6FD is the specific standard for

check valves and has a single edition

published in 1995. The standard is very

similar to API 6FA; the variation is

found after the cooling period, since in

an API 6FA test the valve is operated

open and closed, while in the test of a

check valve, the direction in which the

fluid is going is reversed to check its

operation.

The fire test verifies that the valve seats and

gaskets have an internal seal with the minimum

leakage allowed during a fire. An API fire test

consists of closing the valve completely in a

pressurized environment with a water line,

where it is subjected for a period of 30 minutes

to fire with temperatures whose range varies –

depending on the test (API 607 handles a

range between 750°C and 1000°C) – until the

valve body reaches a temperature of 650°C or

more. The goal is to completely envelop the

burning valve to ensure that the seat and

sealing areas are exposed to high temperature.

The intensity of the heat input is controlled

with thermocouples and calorimetry cubes.

After testing, the valve must be able to go

through at least one full open and close cycle.

In those 30 minutes, it is measured to ensure

that emissions do not exceed the maximum

allowed.
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TEST
OVERVIEW



Double Offset Butterfly Valve -

McCannalok

> Graphite stem seals, Inconel

seat back and ENP disc edge,

meets Fire Test API 607

Triple Offset Butterfly Valve -

TriLok

> Graphite stem seals and metal-

to-metal seal design, it is

inherently Fire Safe, meets Fire

Test API 607

Flow-Tek Floating Ball Valve

with flanged connection Series

F15/30, RF15/30, threaded and

welded connections Triad and

20F Series

> Graphite stem seals, meets

Fire Test API 607

Flow-Tek Ball Valve with

Trunnion

> Graphite stem seals and

second metal seat, meets Fire

Test API 6FA

Flow-Tek Ball Valve Series

Severe Service

> Graphite stem seals and metal

seats, meets Fire Test API 607

Rite Check Valves

> Meets Fire Test API 6FD

As an example, a McCannalok

double offset butterfly valve was

tested using a size of NPS 8 (DN

200). According to the API 607

standard, maximum allowable seat

leakage is 800mL/min during low

pressure heating, and 320mL/min

during cooling. Our McCannalok

valve tested at 0.0mL/min during

both, heating and cooling stages.

Bray has a variety of products

approved and certified fire tested

under API to guarantee our

customers safety, excellent

performance, and efficiency in

different processes for various

industries:
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For more than 30 years Bray has proven – through

successful applications, in-house and third-party

laboratory testing – that its products are designed for

conditions and environments where safety is the

priority. Thanks to our engineering, quality policies and

experience, we developed a catalogue of products that,

due to their designs, materials, certifications and

general characteristics, have allowed us to support our

clients with their fluid control requirements in the most

demanding work environments in all kinds of industries

and applications. All Bray products comply with a

robust and proven Design, Analysis, Validation and

Certification process.

There is a Bray solution for all your fluid control needs.

"B r a y  h a s  p r o v e n  t h a t  i t s

p r o d u c t s  a r e  d e s i g n e d  f o r

c o n d i t i o n s  a n d  e v i r o nme n t s

w h e r e  s a f e t y  i s  t h e  p r i o r i t y " . . .

"The Past, Present and Future of Fire Testing - Valve Magazine".

https://www.valvemagazine.com/magazine/sections/features/9221-the-past-

present-and-future-of-fire-testing.html

API, American Petroleum Institute. www.api.org
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BRAY SOLUTIONS FOR FLUID CONTROL ARE AVAILABLE

FOR A WIDE VARIETY OF INDUSTRIES

ENERGY

Mining

Oil & Gas 

Power Generation

INDUSTRIAL

Chemical 

Pulp and Paper 

Petrochemical

WATER

Water/ Wastewater

Ultra Pure Water

Irrigation

INFRASTRUCTURE

Food and Beverage

HVAC (Heating, Ventilation & Air

Conditioning)

US HEADQUARTERS
Bray International, Inc.
13333 Westland East Blvd.

Houston, Texas 77041 

Tel: 281.894.5454

COLOMBIA, ECUADOR AND VENEZUELA
Bray Controls Andina Ltda.
Av. CL 80 Km 2,5 Vía Bogotá–Siberia

900 mts. Entrada a Parcelas

Oikos Ciem Occidente M-203

Cota, Cundinamarca. Colombia

Tel: +57 1 876 6787 / 8966830


